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A Connection Element for Modelling End-plate Connections in Fire 
by Zhaohui Huang *
 
Abstract  
In this paper a robust 2-noded connection element has been developed for modelling the bolted 
end-plate connection between steel beam and column at elevated temperatures. The connection 
element allows the element nodes to be placed at the reference plane with offset and the 
non-uniform temperature distributions within the connection.  In this model the connection failure 
due to bending, axial tension, compression and vertical shear are considered. The influence of the 
axial tensile force of the connected beam on the connection is also taken into account. This model 
has the advantages of both the previous simple and component-based models. A total of 23 fire tests 
were used to extensively validate the model. It can be seen that the current model is robust and has a 
capability to predict the behaviour of bolted end-plate connection under fire attack with reasonable 
accuracy. Compared to the tested results the predictions of the current model were mainly on 
conservative side. Hence, the model can be used for structural fire engineering design on 
steel-framed composite buildings.  The idea described in this paper can also easily be applied to 
develop other kind of connections, such as simple connection, column base connection or hollow 
section connection, and so on.  
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1. Introduction  
Structural engineers and architects have a responsibility for incorporating fire safety into their 
building designs in order to minimize loss of life and property.  One aspect of this is to ensure that 
structural stability is maintained if a fire develops.  For last two decades, extensive research has 
been carried out on the behaviour of steel-framed buildings under fire conditions. The Cardington 
full-scale fire tests [1] demonstrate that the real behaviour of structural elements can be very 
different from that indicated by standard furnace tests. In real buildings structural elements form 
part of a continuous assembly, and building fires often remain localized, with the fire-affected 
structure receiving significant restraint from cooler areas surrounding it. If such interactions are to 
be used by designers in specifying fire protection strategies as part of a performance-based 
structural design approach, then this can not practically be based on large-scale testing because of 
the extremely high implicit costs. It is therefore becoming increasingly important that software 
models be developed to enable the behaviour of such structures to be predicted with sufficient 
accuracy under fire conditions.  
It is well known that robustness of steel connection is vitally important to the fire resistance of 
steel-framed composite buildings. In recent years, a large amount of research has been conducted on 
the behaviour of steel connections at elevated temperatures [2-9]. Currently, for modelling the 
behaviour of connections at elevated temperatures there has been mainly three approaches which 
can be adopted: 
1) to represent the moment–rotation characteristics of a connection by mathematical expression 
(in the form of curve-fitting equations) which is based on moment–rotation–temperature data 
obtained from experimental fire tests, such as the modified Ramberg–Osgood expression [4]; 
2) to use component-based (also known as spring-stiffness) models for predicting the connection’s 
behaviour at both ambient and elevated temperatures. The methods are based on dividing the 
connection into its basic components, such as end plate, column flange, bolts, etc., and each 
component is idealized as a spring. The behaviour of the connection can be determined by 
assembling the stiffnesses of individual components to obtain the global stiffness of the 
connection [5];  
3) to model the connection as assembly of 3D finite shell, brick and contact elements in which 
both geometrical and material nonlinearities are considered [9].  
It is obvious that the first method is very simple, however test data is needed for individual 
connections, and the influence of the axial force of beam on the connection is ignored. The 
component-based model is now becoming popular to be used for modelling the responses of 
connections subject to fire attack. Due to the complexity of the connection’s behaviour in fire it is 
not an easy task to precisely determine the characteristic of spring for each component. The third 
method can be attempted using general commercial software, such as ABAQUS or ANSYS. 
However, because of the computational cost it is difficult to use this approach for analysis of global 
structures or sub-structures. 
The main objective of this paper is to present the new development of a robust 2-noded connection 
element for modelling the bolted end-plate connection between steel beam and column at elevated 
temperatures. The model developed here has the advantages of both the simple and 
component-based models. The idea described in this paper can also easily be applied to develop 
other kind of connections, such as simple connection, column base connection or hollow section 
connection. 
2. Development of the bolted end-plate connection element 
As shown in Fig. 1 the bolted end-plate connection element is a specialized two-noded element of 
zero length, which has three translational degrees of freedom w,v,u  and three rotational degrees 
of freedom zyx ,, θθθ  at each node, where x, y, z are local coordinates of steel beam element in 
which x is the direction of longitudinal axis of the beam element. 
When modelling composite construction it is common practice to position the nodes of the slab and 
the beam elements at the reference plane， which is normally located at the middle of the slab 
element. Therefore, the nodes of the connection element have to be placed at the reference plane. In 
order to do this the connection element should has the same offset as the beam element. In this 
approach the nodal forces and displacements of the connection element at the reference plane 
(indicated without *) can be related to the nodal forces and the displacements at the centre line of 
the beam (indicated with *) by the following equations (see Fig. 1): 
                                                                    (1) NN =*
                                                                    (2) VV =*
                                                              (3) lNMM +=*
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                                                              (4) φsin* l−= uu
                                                                     (5) vv =*
                                                                     (6) φφ =*
where: N = axial force (in x direction), V = vertical shear forces (in z direction), M = moment 
(rotation about y axis), u = axial displacement (in x direction), v = vertical displacement (in z 
direction), φ  = rotation (rotation about y axis) and =l  offset.  
2.1.  Stiffness matrix of connection element 
In this research, for simplicity, it is assumed that there is no coupling of effects due to different 
degrees of freedom for the connection element, hence in the local co-ordinates the nodal force 
increment vector, of the element can be related to its nodal displacement increment vector  
as:  
FΔ uΔ
                                                                 (7) ΔuKFΔ =
That is, 
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(8) 
In this model only the in plane (x-z plane) behaviour of the connection is considered. It is therefore 
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reasonable to assume that the stiffness coefficients of  in Eq. (8) have infinite 
magnitude (  and ).  
664422 ,, kkk
mmkNk /10922 = radskNmkk /10146644 ==
2.2.  Determination of axial and vertical stiffness coefficients, , : 11k 33k
In order to investigate the influence of axial stiffness coefficient  of the connection element on 
the global behaviour of steel frame in fire, a series of analysis have been conducted on a 2D-frame 
as shown in Fig. 2. In this study the connection between steel column and beam was represented as 
an axial pin or rigid spring for modelling pinned or rigid connection. For axial pin spring the 
rotational stiffness  and for axial rigid spring the rotational stiffness . 
Both axial pin and rigid springs can have different levels of axial stiffness. Five levels of axial 
stiffness , which equal to , were used. The columns were fire 
protected and beams were uniformly heated. The temperature increment of protected column was 
assumed to equal 50% of the temperature increment of unprotected beam. Also the beams were 
uniformly loaded to 25 kN/m and kept constant during heating.  Figs. 3 and 4 show the deflections 
at key positions A and B for the pinned connection modelled as axial pin springs with different 
stiffness. The deflections at position A and B for the rigid connection represented as axial rigid 
spring with different stiffness are shown in Figs. 5 and 6.  It is evident that for all cases the axial 
spring stiffness has a very limited influence on the structural performance up to the point at which 
deflections start to run away.  It is interesting to find that the effect of axial stiffness on rigid 
connection is much less significant compared to pinned connection.  The axial forces at the 
Connection 1 for both pinned and rigid connection with different stiffness are presented in Figs 7 
and 8. It can be seen that the axial stiffness  has some influences on the tensile axial force for 
pinned case, however, there have very little effects for rigid case. Based on the analyses conducted 
above a very simplified approach was used for the current model to determine the axial stiffness of 
connection element, . That is, before the connection failure  has infinite magnitude 
( ) and when the connection fails due to axial tension (axial tensile force  > 
tension resistance of the connection ) or vertical shear (vertical shear force > vertical 
shear resistance of the connection ) =0.  However, when the connection failed by 
11k
055 =k radskNmk /101455 =
11k mmkN /10,120,40,14,7
9
11k
11k 11k
mmkN /109 EdjN ,
RdtF , EdjV ,
RdsV , 11k
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compression it is assumed that . The same principal was used for determination 
of vertical stiffness of the connection, .  It is assumed that before the connection failure due to 
vertical shear  has infinite magnitude ( ) and after the connection fails by vertical 
shear, .  
mmkNk /10911 =
33k
33k mmkN /10
9
033 =k
2.3.  Determination of rotational stiffness coefficient, 55k  
The model developed in this paper, for the calculation of rotational stiffness coefficient , was 
mainly based on the ambient temperature formulations proposed in Eurocode 3 Part 1.8 [10] and the 
model is extended into fire conditions by considering all material properties as temperature 
dependent.  
55k
The detail of bolted end-plate connection between steel column and beam is shown in Fig. 9.  The 
rotational stiffness of a connection should be determined from the flexibilities of its basic 
components, each represented by an elastic stiffness coefficient . Provided that the axial force 
 in the connected member does not exceed 5% of the design resistance  of its 
cross-section, the rotational stiffness  of a beam-to-column connection, for a moment  
less than the moment resistance  of the connection, may be obtained with sufficient accuracy 
from Eurocode 3 Part 1.8 [10]:  
ik
EdN RdplN ,
jS EdjM ,
RdjM ,
The rotational stiffness  for one bolt-row in tension can be calculated as:  jS
⎟⎟⎠
⎞
⎜⎜⎝
⎛ +++++
==
∑
1054321
22
1111111
kkkkkk
zE
k
zES
i i
j
μμ
                                 (9) 
The rotational stiffness  for two or more bolt-rows in tension can be calculated as: jS
 
⎟⎟⎠
⎞
⎜⎜⎝
⎛ ++
==
∑
eq
i i
j
kkk
zE
k
zES
1111
21
22
μμ
                                           (10) 
where, 
1k  is stiffness coefficient for the column web panel in shear, 
2k  is stiffness coefficient for the column web in compression, 
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3k  is stiffness coefficient for the column web in tension, 
4k  is stiffness coefficient for the column flange in bending,  
5k  is stiffness coefficient for the end-plate in bending, 
10k  is stiffness coefficient for the bolts in tension, 
eqk  is equivalent stiffness coefficient,  
z  is lever arm, 
μ  is stiffness ratio, that is 
j
inij
S
S ,=μ                                                          (11) 
inijS ,  is the initial rotational stiffness of the connection and is given by Eqs. (9) or 
(10) with 1=μ .  
E is average Young’s module for the connection and changes with temperature. E can be 
calculated as, 
5
pbfbwcfcw EEEEEE
++++=                                       (12) 
where,   = Young’s module of column web,  cwE
cfE  = Young’s module of column flange, 
       = Young’s module of beam web, bwE
       = Young’s module of beam flange, bfE
          = Young’s module of end-plate. pE
The detail calculations of stiffness coefficient ,  and z can be found in the Eurocode 3 Part 
1.8 [10].  
ik eqk
2.3.1.  Moment-rotation curve for a connection 
A typical moment-rotation characteristic for a connection can be represented as curve OABC (solid 
line as shown in Fig. 10).  In the figure Xdφ  is the rotation at which the bending moment applied 
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to a connection  first reaches the moment resistance . EdjM , RdjM , Cdφ  is the rotation capacity of 
a connection, which is equal to the maximum rotation of the moment-rotation characteristic. In this 
model, it is a conservative assumption to use tri-linear O-A-B-C (broken line as shown in Fig. 10) 
to represent the moment-rotation characteristic for a connection. Hence, 
inij
Rdj
Id S
M
,
,
3
2=φ                                                              (13) 
 
inij
Rdj
Xd S
M
,
,ηφ =                                                              (14) 
For bolted end-plate beam-to-column connections the stiffness modification coefficient 2=η .  
Therefore, the moment-rotation characteristic of an end-plate connection can be expressed as (see 
Fig. 10): 
For line OA ( Idφφ ≤ ): 
φφ inijj SkM ,55 ==                                                         (15) 
where,  inijSk ,55 =
For line AB ( XdId φφφ ≤< ): 
( ) RdjIdj MkM ,55 3
2+−= φφ                                                   (16) 
where,  ( )IdXd
RdjMk φφ −= 3
,
55  
For line BC ( CdXd φφφ ≤< ): 
( ) RdjXdj MkM ,55 +−= φφ                                                    (17) 
where,  inijSk ,55 065.0=
If Cdφφ > the connection is assumed to be broken, hence 0=jM  and . The model 
described above is extended to elevated temperatures by relating  and  to the 
temperatures.  
055 =k
RdjM , inijS ,
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2.4.  Determination of connection resistance 
2.4.1.  The tension resistance of the connection,  RdtF ,
According to Eurocode 3 Part 1.8 [10] a bolted connection with more than one bolt-row in tension, 
the bolt-rows are numbered starting from the bolt-row farthest from the centre of compression.  
For bolted end-plate connections, the centre of compression should be assumed to be in line with 
the centre of the compression flange of the connected member. The effective tension resistance  
for each bolt-row, , should be determined in sequence, starting from bolt-row 1, the bolt-row 
farthest from the centre of compression, then progressing to bolt-row 2, etc. When determining the 
effective tension resistance  for bolt-row r the effective tension resistance of all other 
bolt-rows closer to the centre of compression should be ignored. The effective tension resistance 
 of bolt-row r, taken as an individual bolt-row, should be taken as the smallest value of the 
tension resistance for an individual bolt-row of the following basic components: 
RdtrF ,
RdtrF ,
RdtrF ,
– the column flange in bending  RdfctF ,,
–  the column web in tension  RdwctF ,,
–  the end-plate in bending  RdeptF ,,
– the beam web in tension . RdwbtF ,,
In the following parts of the paper the following notation is used, where  
means y = smallest of . Hence, the resistance of bolt row r in the tension zone,  
can be calculated as: 
( )321 ;;min xxxy =
321 ,, xxx RdtrF ,
                                     (18) );;;(min ,,,,,,,,, RdwbtRdeptRdwctRdfctRdtr FFFFF =
The tension resistance of the connection  is:  RdtF ,
                                                                      (19) ∑
=
= N
r
RdtrRdt FF
1
,,
where, N = total number of bolt rows in tension. 
The detail calculations of  can be found in Reference [10]. RdwbtRdeptRdwctRdfct FFFF ,,,,,,,, ;;;
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2.4.2.  The compression resistance of the connection,  RdcF ,
The compression resistance of the connection is the minimum of the resistance of column web in 
transverse compression,  and the resistance of beam flange and web in compression, 
. That is, 
RdwccF ,,
RdfbcF ,,
 ( )RdfbcRdwccRdc FFF ,,,,, ;min=                                                   (20) 
The force distribution in bolt rows is also considered in the model. The first condition that the 
effective tension resistance has to satisfy is:  
                                                               (21) RdcEdc FF ,, ≤
∑
=
= N
r
RdtrEdc FF
1
,,                                                             (22) 
where, N = total number of bolt rows in tension.  
If  the force distribution in bolt rows should be adopted to make sure that: RdcEdc FF ,, >
                                                       (23) ∑
=
== N
r
RdcRdtrEdc FFF
1
,,,
Normally the force will be reduced from the tension bolt row with the largest bolt row number. The 
detail calculations of  can be found in Reference [10]. RdfbcRdwcc FF ,,,, ;
2.4.3.  The Bending moment resistance of the connection,  RdjM ,
The moment resistance  of a beam-to-column connection with a bolted end-plate connection 
may be determined from: 
RdjM ,
                                                          (24) Rdtr
r
rRdj FhM ,, ∑=
where: 
  = effective design tension resistance of bolt-row r, RdtrF ,
rh  = distance from bolt-row r to the centre of compression, 
 r = bolt-row number. 
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2.4.4.  The vertical shear resistance of the connection,  RdsV ,
The shear resistance of one bolt, , is: RdrbV ,,
 ( )RdepbRdcfbRdvRdrb FFFV ,,,,,,, ;;min=                                                    (25) 
Where, 
  is the shear resistance of bolt, RdvF ,
  is bolts in bearing on column flange, RdcfbF ,,
  is bolts in bearing on end plate. RdepbF ,,
The vertical shear resistance of the connection,  is RdsV ,
∑
=
= N
r
RdrbRds VV
1
,,,                                                            (26) 
where, N = total number of bolts in vertical shear. The detail calculations of   
can be found in Reference [10].  
RdepbRdcfbRdv FFF ,,,,, ;;
2.4.5.  The bending moment resistance of the connection with the axial force,  ' ,RdjM
The method given above for determining the moment resistance of a connection  do not take 
into account of any co-existing axial force  in the connected beam. In order to consider the 
influence of axial force on the moment resistance of a connection , the following simple 
equation is proposed: 
RdjM ,
EdjN ,
'
,RdjM
Rdj
B
Rdj
Edj
Rdj MF
N
M ,
,
,'
, 0.1 ⎟⎟⎠
⎞
⎜⎜⎝
⎛
⎟⎟⎠
⎞
⎜⎜⎝
⎛−=                                               (27) 
where  
RdjF ,  is axial resistance of the connection, 
20,
,
y
Ty
f
f
B =                                                                 (28) 
Tyf ,  and  are the yield strength of steel at elevated temperatures and ambient temperature, 
respectively. In Eq. (27), by definition the values of constant B represent the degree of influence of 
20,yf
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axial force on the moment resistance of a connection. Due to 0.1)(0 ,, ≤≤ RdjEdj FN , if value of 
the constant B increases the influence of the axial force on the moment resistance of the connection 
decreases. If  the Eq. (27) become , which means that the influence of axial 
force on the moment resistance of a connection  is ignored. From Eq. (28) (current model) it 
can be seen that constant  and the value of B is reduced at elevated temperatures. This 
means that in the current model the impact of axial force on the moment resistance of the 
connection increases at high temperatures. In Eurocode 3 Part 1.8 [10] 
∞=B RdjRdj MM ,' , =
'
,RdjM
0.1≤B
0.1=B  is recommended to 
conservatively consider the influence of axial force on the moment resistance of a connection 
 at ambient temperature. However, under fire condition the assumption of ' ,RdjM 0.1=B  is 
unconservative. This will be demonstrated in the following validations’ section.  
In the model developed above, the calculations of the moment resistance , initial stiffness 
, compression, tension and vertical shear resistance of the end-plate connection were mainly 
based on the ambient temperature formulations proposed in Eurocode 3 Part 1.8 [10]. The model is 
extended into fire conditions by relating all material properties, such as yield strength; ultimate 
tensile strength and Young’s module to the temperature. It is assumed that the material degradation 
of bolt at elevated temperatures is the same for the beam, column and end plate and the model 
specified in Eurocode 3 Part 1.2 [11] is adopted in this research. 
RdjM ,
inijS ,
3. Validations 
In order to validate the model presented above a series of validations was conducted. Firstly, a total 
of 8 connections tested without the presence of axial force at elevated temperatures were modelled. 
Then 13 connection tests subjected to tensile axial force at both ambient and elevated temperatures 
were used for the validation. Finally, two large scale fire tests on a beam-to-column substructure 
were employed to further validate the model. In this section all beams and columns which 
connected to the connection were modelled by a nonlinear 3-noded beam-column element 
developed by the author [12]. In this beam-column element model both material and geometric 
nonlinearities in fire conditions are considered. 
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3.1.  Connections tested without axial force 
Leston-Jones [2] conducted a total of four fire tests on flush endplate connection with three bolt 
rows (M16-8.8) connecting beam (254x102x22UB) and column (152x152x23UC). In the tests a 
reduced column length of 1400mm was used, and the specimens were tested in an inverted position.  
A load was applied to the column head, with the beam being restrained in position at a distance of 
1524mm from the column centre-line. The connection detail is shown in Fig. 11. Four different 
axial load levels were applied at the column head to generate the moments acting on the 
connections for the tests. The loads were kept constant during the fire tests. The generated moments 
acting on the connections for Test 1, Test 2, Test 3 and Test 4 were 5 kNm, 10 kNm, 15 kNm and 
20 kNm, respectively. The tested material properties were used as input data for the modelling. In 
current model the temperature distribution within the connection are considered and the end-plate 
connection is divided into several regions, such as column flange, column web, beam bottom flange, 
beam web, beam top flange and individual bolt rows.  In the model the test data for the 
temperature distribution within the connection was used as input data for individual tests.  
The comparisons of the predicted connection rotation (which is referenced to ambient temperature) 
with the test results are shown in Figs 12, 13, together with the predictions by Block et al [5] which 
considered bolt rows as a group.  It is evident that results predicted by the current model agree 
reasonably well with the test results and the component model’s predictions. It is interesting to note 
that the results generated by the current model are on the conservative side compared to the test 
results.  
Two groups of fire test on the flush end-plate connection were conducted by Al-Jabri et al [4].  
Each group consisted of four tests using the same connection with different load levels.  In all 
cases the test specimens consisted of a symmetric cruciform arrangement of a single column 2.7 m 
high, with two cantilever beams 1.9 m long connected either side to the column flanges. The load 
was applied to the both beams at a distance of 1500mm from the column centre-line.  
Due to space constraints, only the tests of the Group 2 are presented here. For the Group 2 (denoted 
as FB2), the test specimens comprised a pair of 356x171x51UB beams connected to a 
254x254x89UC column by 10 mm thick flush end-plates with eight M20 Grade 8.8 bolts. The 
connection detail is shown in Fig. 14.  Four tests denoted as FB21, FB22, FB23, FB24 were 
carried out using the load levels of 27.4 kNm, 54.8 kNm, 82.1 kNm and 110 kNm, respectively 
which are equivalent to 0.2, 0.4, 0.6 and 0.8 of the calculated moment capacity of the connection at 
ambient temperature. The tested material properties and measured temperature distribution within 
the connections were employed as input data for the modelling. The predictions of the current 
model were shown in Figs 15 and 16, together with the tested results. It is can bee seen that the 
current model agrees well with the test results. Again, the majority of the predictions are on 
conservative side compared to the test data. These results provide further validation supporting the 
current model. Based on the validations conducted here it can be reasonably concluded that the 
connection element developed in this paper is able to predict the moment-rotation characteristic of 
bolted end-plate connection between column and beam without axial force in fire.  
3.2. Connections tested with axial force 
Yu at al [8] conducted a total of 13 tests on the flush end-plate connection with three bolt rows 
(M20-8.8) connecting beam (305x165x40UB) and column (254x254x89UC) at elevated 
temperatures at the University of Sheffield during 2007 and 2008. The details of the test specimens 
are shown in Fig. 17. A force (P) with inclined angle (θ) to the axis of connected beam was applied 
at a distance of 630mm away from the axis of column to generate axial, vertical forces and moment 
on the connection tested. Three angles, θ=350, 450 and 550, were employed and three temperatures, 
450 0C, 550 0C and 650 0C, were used. The test specimen was uniformly heated to the required 
temperature then load was gradually applied until the connection reached failure. The detailed 
information of the tests can be freely downloaded from the Sheffield Research Group web site.  
In this research all 13 tests were modelled to validate the model developed. The tested material 
properties and measured temperature of the connections were used as input data for the modelling. 
The thicknesses of end-plate for Connections EP_55_35_11-12-07_8mm and 
EP_55_35_17-12-07_15mm were 8mm and 15mm, respectively. Apart from those two connections, 
the thickness of end-plate for all other tested connections was 10mm.  
The Connections EP_20_35_05-02-08 and EP_20_55_28-02-08 were tested at ambient temperature 
with loading angles θ=350 and θ=550, respectively. In the modelling three constants 0.1=B , 
 and  (see Eq. (27)) were used to investigate the influence of tensile axial force on 
the connection behaviour. Figs. 18(a) and 18(b) show the predicted connection rotations with 
applied load P together with tested results for the connections. It can be seen that the influence of 
tensile axial force is significant.  (which is proposed by Eurocode 3 Part 1.8 [10] as first 
0.2=B ∞=B
0.1=B
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order approximation to the influence of axial force on the bending moment resistance of the 
connection) produced quite conservative results compared with tested data. It is clear that  
 generated good agreement with test results. According to test results the predictions with 
, which means the influence of tensile axial force on the bending moment resistance of the 
connection was ignored, are not conservative.  
0.2=B
∞=B
For modelling the connections at elevated temperatures three values of , 0.1=B ∞=B  and 
 (see Eq. (27)) were adopted. The predicted connection rotations of tested 
connections at 450 
20,, / yTy ffB =
0C with loading angles θ=350, θ=450 and θ=550 are shown in Figs 19(a) to 19(c) 
together with tested results. Figs. 20 and 21 show the comparison of predicted connection rotations 
with tested results for other 8 tests in which the connections were tested at temperatures of 550 0C 
and 650 0C with loading angles θ=350, θ=450 and θ=550. The analysis conducted here indicated that 
 is no longer conservative for considering the influence of axial force on the bending 
moment resistance of the connection under fire conditions. The effect of tensile axial force on the 
connection behaviour becomes more significant as temperature increases. The reasonable 
agreement with tested data were produced by current model (
0.1=B
20,, / yTy ffB = ) for all 11 connections 
tested at elevated temperatures. Also the unloading of the connection was predicted properly by the 
current model. The predicted failure modes of all 13 tests were bending failure. 
3.3.  Fire tests on a beam-to-column substructure 
A series of fire tests on a steel sub-frames composed by two thermally insulated HEA300 
cross-section columns and an unprotected IPE300 cross-section beam with 5.70 m free span was 
conducted at the University of Coimbra [7]. A natural fire which includes heating and cooling 
phases was used in the tests. In this study two tests, EJ01 and FJ03 were modelled. The detail of the 
tests is shown in Fig. 22.  EJ01 is the extended end-plate connection with three bolt rows (M20-8.8) 
and FJ03 is the flush end-plate connection with two bolt rows (M20-8.8). All tested material 
properties and temperatures were used as input for the modelling. For test EJ01 the maximum beam 
temperature of 898 0C was reached at about 50 min then cooled down to about 180 0C at 150 min. 
For test FJ03 the maximum beam temperature of 900 0C was reached at about 40 min and kept 
almost constant until 50 min then cooled down to about 200 0C at 150 min.  
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Due to two protected columns at two end of the tested beam the connections were tested at more 
realistic restrained conditions. At the beginning of the test the connections were subjected to axial 
compression force because of thermal expansion of the heated beam, and later in the test the axial 
compression force were reduced and even changed to tensile axial force due to the loss of stiffness 
of the beam at high temperature and catenary’s action resulted from the large deflection of the tested 
beam. In the cooling phase of the fire the tensile axial forces of the connection were further 
increased because of the thermal contraction and regained material stiffness and strength of the 
beam. The connection will fail in tension if this axial force exceeds the tensile resistance of the 
connection. In order to investigate the effects of axial compressive and tensile forces on the 
connection behaviour three cases were used. There are:  
? Case I (Current model): the tests were modelled without considering the influence of 
axial compressive force on the bending moment resistance of the connection, . The 
influence of axial tensile force on the  was calculated using Eqs (27) and (28); 
'
,RdjM
'
,RdjM
? Case II: the tests were modelled with considering the influence of both axial compressive 
and tensile forces on the  which was determined by Eqs (27) and (28); ' ,RdjM
? Case III: the tests were modelled without considering the influence of both axial 
compressive and tensile forces on the , that is .  ' ,RdjM RdjRdj MM ,
'
, =
Fig. 23(a) shows the comparisons of predicted (for the three cases) and measured beam’s mid-span 
deflections for the test EJ01. The comparisons of predicted (for the three cases) and measured 
connection rotations of the test EJ01 is shown in Fig. 23(b). It can be seen that the influence of axial 
forces on the connection is very significant. The predictions by the Case I (current model) give 
reasonable agreement with test dada. Compared to the tested results the Case II gives a very 
conservative prediction. However, in Case III the prediction is quite unconservative. The predicted 
axial force acting on the connection for the Case I (current model) is shown in Fig. 24 together with 
the predictions by Santiago [7] in which the detail 3D finite element approach was used. In all cases 
the failure modes of the connection were the same. That is the connection failed by bending first 
then during the cooling phase of the fire the connection finally was broken due to tension failure 
and analysis was stopped. Compared to test results the tension capacity of the connection predicted 
by the current model is on conservative side.  
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The comparisons of predicted (for the three cases) and measured mid-span deflections and rotations 
of the connection for the test FJ03 are shown in Figs 25(a) and (b). Again, a reasonable agreement 
with test data was achieved by the Case I (current model). Similar to the test EJ01 the conservative 
and unconservative predictions were generated by the Case II and Case III, respectively. Fig. 26 
shows the comparison of the predicted axial forces acting on the connection by the current model 
(Case I) and Santiago’s model together with the tested results [7]. It is clear that a good correlation 
with test data was achieved by the current model. The predicted failure models for the Case I and 
Case III were similar to the test EJ01 and the connection was finally failed due to axial tension in 
the cooling phase of the fire.  
Due to the complexity of the large scale fire test it is difficult to precisely use all tested temperatures 
for the structure modelled, especially the detail temperature distributions in the connection. Hence, 
the predictions of the current model (Case I) were in reasonable agreement with the test results. 
Compared to the test results the predicted maximum beam’s mid-span deflections, connection 
rotations and axial tensile failure of the connection during cooling phase of the fire by the current 
model (Case I) were mainly on the conservative side for both tests.  
Form the analysis conducted above, it is reasonable to conclude that the influences of axial 
compressive and tensile forces on the connection behaviour in fire are different. The axial tensile 
force acting on the connection is the most important factor in reducing the bending moment 
capacity of the connection, especially when the connection temperature is high. Based on above 
investigation, and for simplicity, the current model ignores the influence of axial compressive force 
on the bending resistance of the connection. However, further research is needed to develop a 
proper model to consider the influence of axial compressive force on the connection behaviour in 
fire. From the validation by using 13 small scale and controllable connection tests at Sheffield, it is 
reasonable to conclude that the influence of axial tensile force on the connection at elevated 
temperatures can be modelled by using Eqs (27) and (28). The study indicates that the first order 
approximation proposed by Eurocode 3 Part 1.8 [10] for considering the influence of axial force on 
the bending moment resistance of the connection cannot be used in fire conditions.  
Conclusions 
In this paper a robust 2-noded connection element has been developed for modelling the bolted 
end-plate connection between steel beam and column at elevated temperatures. The model has the 
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advantages of both the previous simple and component-based models. In this model the connection 
failure due to bending, axial tension and compression are considered. Also the influence of axial 
tensile force of the connected beam on the connection is taken into account. In the current model, 
the calculations of initial stiffness and resistance of the end-plate connection are mainly based on 
the ambient temperature formulations subjected in Eurocode 3 Part1.8. The formulations are 
extended into elevated temperatures by considering all material properties as temperature dependent. 
The current model also allows for a non-uniform temperature distribution within the connection.  
A total of 23 fire tests were used to extensively validate the model. It can be seen that the current 
model is robust and has a capability to predict the behaviour of bolted end-plate connection under 
fire attack with reasonable accuracy. Compared to the tested results the predictions of the current 
model were mainly on conservative side. Also the connection element developed allows the element 
nodes to be placed at reference axis with offset.  Hence, the model can be used for structural fire 
engineering design on steel-framed composite buildings. The model can be easily used by structural 
engineers and researchers and the input data needed for the model are the geometry of the 
connection, material properties and temperature distribution within the connection. The idea 
described in this paper can also easily be applied to develop other kind of connections, such as 
simple connection, column base connection or hollow section connection, and so on. 
From this research it is clear that the influence of axial force in the connected beam on the moment 
resistance of a connection is very significant, especially under fire conditions. The current model by 
using the constant B which is related to the temperature can model the influence of axial force with 
reasonably accuracy. However, axial tension resistance of the connection predicted by the current 
model which is based on the ambient temperature formulations of Eurocode 3 Part1.8 with extended 
to fire conditions by considering the material degradation is too conservative. To improve the 
current model the further research is needed to develop a robust model for predicting the tension 
resistance of each bolt row for end-plate connection at elevated temperatures.  
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Figure Captions 
Fig. 1  Two-noded connection element configuration. 
Fig. 2  Modelled two-dimensional steel frame in fire. 
Fig. 3  Predicted deflections at Position A for the connections using axial pin spring with different 
stiffness. 
Fig. 4  Predicted deflections at Position B for the connections using axial pin spring with different 
stiffness.   
Fig. 5  Predicted deflections at Position A for the connections using axial rigid spring with 
different stiffness.     
Fig. 6  Predicted deflections at Position B for the connections using axial rigid spring with 
different stiffness.    
Fig. 7  Predicted axial forces at Connection 1 for the connections using axial pin spring with 
different stiffness. 
Fig. 8  Predicted axial forces at Connection 1 for the connections using axial rigid spring with 
different stiffness. 
Fig. 9  The detail of bolted end-plate connection between steel column and beam. 
Fig. 10  Tri-linear moment-rotation characteristic used for the connection element. 
Fig. 11  The connection detail of the fire tests (adapted from Leston-Jones [2]). 
Fig. 12  Comparison of predicted and measured connection rotations at elevated temperatures for 
Test 1 and Test 3 (Leston-Jones [2]). 
Fig. 13  Comparison of predicted and measured connection rotations at elevated temperatures for 
Test 2 and Test 4 (Leston-Jones [2]). 
Fig. 14  Group 2 (FB2) connection detail for the fire tests (adapted from Al-Jabri et al [4]). 
Fig. 15  Comparison of predicted and measured connection rotations at elevated temperatures for 
Group 2: FB21, FB23 (Al-Jabri et al [4]). 
Fig. 16  Comparison of predicted and measured connection rotations at elevated temperatures for 
Group 2: FB22, FB24 (Al-Jabri et al [4]). 
Fig. 17  Connection details of the Sheffield’s tests (adapted from Yu et al [8]). 
Fig. 18  Comparison of predicted and measured connection rotations at ambient temperature for 
Sheffield’s tests: (a) Test EP_20_35_05-02-08; (b) Test EP_20_55_28-02-08. 
Fig. 19  Comparison of predicted and measured connection rotations at 450 0C for Sheffield’s tests: 
(a) Test EP_450_35_23-11-07; (b) Test EP_450_45_23-10-07; (c) Test 
EP_450_55_19-02-08. 
Fig. 20  Comparison of predicted and measured connection rotations at 550 0C for Sheffield’s tests: 
(a) Test EP_550_35_27-11-07; (b) Test EP_550_45_16-10-07; (c) Test 
EP_550_55_13-02-08; (d) Test EP_550_35_11-12-07_8mm; (e) Test 
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EP_550_35_17-12-07_15mm. 
Fig. 21  Comparison of predicted and measured connection rotations at 650 0C for Sheffield’s tests: 
(a) Test EP_650_35_30-11-07; (b) Test EP_650_45_19-10-07; (c) Test 
EP_650_55_15_02_08. 
Fig. 22  Test details of a beam-to-column substructure (adapted Santiago [7]). 
Fig. 23  Comparison of predicted and measured beam deflections and connection rotations for test 
EJ01 [7]: (a) Mid-span deflection; (b) Connection rotation. 
Fig. 24  Comparison of predicted axial forces at the connection for test EJ01 [7]. 
Fig. 25  Comparison of predicted and measured beam deflections and connection rotations for test 
FJ03 [7]: (a) Mid-span deflection; (b) Connection rotation. 
Fig. 26  Comparison of predicted and measured axial forces at the connection for test FJ03 [7]. 
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Fig. 1 Two-noded connection element configuration. 
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Fig. 2  Modelled two-dimensional steel frame in fire.  
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Fig. 3  Predicted deflections at Position A for the connections using axial pin spring with different 
stiffness.  
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Fig. 4  Predicted deflections at Position B for the connections using axial pin spring with different 
stiffness.    
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Fig. 5  Predicted deflections at Position A for the connections using axial rigid spring with 
different stiffness.    
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Fig. 6  Predicted deflections at Position B for the connections using axial rigid spring with 
different stiffness.   
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Fig. 7  Predicted axial forces at Connection 1 for the connections using axial pin spring with 
different stiffness. 
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Fig. 8  Predicted axial forces at Connection 1 for the connections using axial rigid spring with 
different stiffness. 
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Fig. 9  The detail of bolted end-plate connection between steel column and beam.  
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Fig. 10  Tri-linear moment-rotation characteristic used for the connection element.  
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Fig. 11  The connection detail of the fire tests (adapted from Leston-Jones [2]). 
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Fig. 12  Comparison of predicted and measured connection rotations at elevated temperatures for 
Test 1 and Test 3 (Leston-Jones [2]).  
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Fig. 13  Comparison of predicted and measured connection rotations at elevated temperatures for 
Test 2 and Test 4 (Leston-Jones [2]). 
 
 
 
 
 
 28
 254x254x89UC(S355)
50 
150 
10 90
190
10 
60 
375 
356x171x51 
UB(S355)
All holes 22mm dia. for 
M20 Grade 8.8 bolts 
50 
All dimensions in mm 
 
 
Fig. 14  Group 2 (FB2) connection detail for the fire tests (adapted from Al-Jabri et al [4]). 
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Fig. 15  Comparison of predicted and measured connection rotations at elevated temperatures for 
Group 2: FB21, FB23 (Al-Jabri et al [4]). 
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Fig. 16  Comparison of predicted and measured connection rotations at elevated temperatures for 
Group 2: FB22, FB24 (Al-Jabri et al [4]). 
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Fig. 17  Connection details of the Sheffield’s tests (adapted from Yu et al [8]). 
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Fig. 18   Comparison of predicted and measured connection rotations at ambient temperature for 
Sheffield’s tests: (a) Test EP_20_35_05-02-08; (b) Test EP_20_55_28-02-08. 
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Fig. 19   Comparison of predicted and measured connection rotations at 450 0C for Sheffield’s 
tests: (a) Test EP_450_35_23-11-07; (b) Test EP_450_45_23-10-07; (c) Test EP_450_55_19-02-08.  
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Fig. 20   Comparison of predicted and measured connection rotations at 550 0C for Sheffield’s 
tests: (a) Test EP_550_35_27-11-07; (b) Test EP_550_45_16-10-07; (c) Test 
EP_550_55_13-02-08; (d) Test EP_550_35_11-12-07_8mm; (e) Test 
EP_550_35_17-12-07_15mm.  
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Fig. 21   Comparison of predicted and measured connection rotations at 650 0C for Sheffield’s 
tests: (a) Test EP_650_35_30-11-07; (b) Test EP_650_45_19-10-07; (c) Test 
EP_650_55_15_02_08. 
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Fig. 22  Test details of a beam-to-column substructure (adapted Santiago [7]). 
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Fig. 23   Comparison of predicted and measured beam deflections and connection rotations for 
test EJ01 [7]: (a) Mid-span deflection; (b) Connection rotation. 
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Fig. 24  Comparison of predicted axial forces at the connection for test EJ01 [7]. 
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Fig. 25   Comparison of predicted and measured beam deflections and connection rotations for 
test FJ03 [7]: (a) Mid-span deflection; (b) Connection rotation. 
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Fig. 26  Comparison of predicted and measured axial forces at the connection for test FJ03 [7]. 
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